After the digital revolution, the power system security becomes an important issue and it urges the power producers to maintain a well secured system in order to supply a quality power to the end users. This paper presents an integrated Corrective Security Constrained Optimal Power Flow (CSCOPF) with Flexible Transmission Line Impedance (FTLI) to enhance the power system security. The corrective approach of SCOPF is chosen, because it allows the corrective equipment to bring back the system to a stable operating point and hence, it offers high flexibility and better economics. The concept of FTLI arises from the ability of FACTS devices such as Thyristor Controlled Series Capacitor (TCSC), which can vary the line reactance to a certain extent. An enhanced security can be achieved by incorporating FTLI into the CSCOPF problem, since the power flow in a system is highly dependent on the line reactance. FTLI based CSCOPF can reduce the amount of rescheduling of generators, but it will result in an increased number of variables and thus, the complexity to the optimization process is increased. This highly complex problem is solved by using nonlinear programming. The AC based OPF model is preferred, since the corrective security actions require highly accurate solutions. IEEE 30 bus system is used to test the proposed scheme and the results are compared with the traditional CSCOPF. It can be seen that the proposed idea provides a notable improvement in the reduction of cost incurred for restoring the system security.
Introduction
In the contemporary power scenario, the power system security has obtained much attraction due to the rapid increase in the power demand. Due to the increase in the consumption of electrical energy over the years, the generation has to be increased accordingly, in order to obtain a balanced system. But, the existing transmission system is designed to carry a certain amount of power only. However, the violation in the prescribed limit will result in a damage of transmission equipment and imposes a threat to overall security of the system. Either new line(s) should be added to the system or the existing transmission system must be used more efficiently to meet the increase in load demand and to preserve the security. The addition of new line is often impractical, because it is a very time-consuming task and sometimes becomes impossible with environmental limitations. Therefore, the efficient use of existing lines provides a better solution and hence, this work involves such an approach to enhance the system security. The problem of security is often incorporated with optimal power flow to achieve an added economical advantage and termed as Security Constrained Optimal Power Flow (SCOPF). There are two major types of SCOPF namely, Preventive SCOPF (PSCOPF) and Corrective SCOPF (CSCOPF). PSCOPF tries to obtain a normal state power flow solution, which is also feasible for all contingency conditions being considered with minimum cost [1] . It leaves the option to adjust controllable equipment, which makes the solution inflexible and may result in a high operating cost. This approach fails, when a feasible solution, satisfying both normal and contingency constraints, is absent. Hence, PSCOPF is not an attractive solution to the problem of power system security.
CSCOPF allows varying the control variables by adjusting the control equipment after a contingency occurrence [2] . In comparison, CSCOPF is more flexible and thus, may achieve a lower operating cost. However, the CSCOPF model also has its own difficulties. It can be seen that CSCOPF model may involve in the rescheduling of a large amount of real power, which increases the operational complexity and the cycling costs of the generators. Apart from these disadvantages, the operational economics and flexible quality of CSCOPF make it as a better approach. The above considerations motivate in deriving a new corrective SCOPF model to achieve the goal of minimizing the rescheduling of generators. Certain literatures [3] - [5] introduce the use of devices that are capable of providing the corrective control for preserving security, such as phase shifters [3] and power routers [4] . But, it is seen that phase shifter adjustment under given contingency may fail to converge. Several techniques are proposed as modified formulations and the new solution methods are helpful to solve the CSCOPF problem more effectively. Such a new formulation is towards the minimal corrections of control variables [6] and a hybrid method, which combines the evolutionary algorithm and interior point technique and also provides deterministic solutions [7] .
However, the procedures that are discussed so far have considered the transmission elements as fixed resources. But, by installing more flexible elements such as, FACTS devices, the operation becomes more flexible and the transmission line impedances can be changed by most of the FACTS devices. But, the variation in the characteristics of transmission lines may affect the operation of protective devices [8] . A new hybrid GA approach has been proposed to solve DC-OPF, which is incorporated with FACTS devices [9] . Several literatures demonstrate the advantages that are provided by considering the flexibility offered by the FACTS devices. Notably, a method is presented to utilize variable impedance based FACTS devices for power system optimization [10] . An OPF model with consideration of Flexible Transmission Line Impedance (FTLI) is provided by Ding et al. [11] .
Proposed Work
These works validate the cost reduction alone, when incorporating flexible Line impedance in OPF, but don't consider this flexibility as a viable solution to other power system problems such as, security, congestion management etc. Hence, this work proposes the use of FTLI to enhance the security of power system by a corrective approach. First, the problem is formulated into an AC-OPF for real time feasibility then, the impedance of transmission lines are taken as a variable and incorporated into that model. The nonlinear programming tech-nique is used to solve this proposed problem by using MATPOWER [12] environment in MATLAB.
The remaining structure of this manuscript is given as follows. Section 2 describes about FTLI. Section 3 presents the formulation of the CSCOPF. Section 4 provides the solution methodology to solve the CSCOPF problem. Section 5 presents the results obtained from the traditional and proposed CSCOPF method and comparisons, discussions related to it. Section 6 concludes the overall work.
Flexible Transmission Line Impedance (FTLI)
Traditionally, the transmission system is treated as a static component of a power system, except during the maintenance or outage conditions. However, the operation of power system can be made more flexible by installing more flexible elements, such as FACTS. It is known that the transmission line impedances can be changed by FACTS devices, such as TCSC to increase the transfer capacity. In near future, it is expected that sophisticated components can be developed and employed in power systems with advancements by further research in the area of materials and sensors, adaptable and economically viable devices such as piezo-resistor and thermistor impedance. These advanced components will allow the system operator to vary the transmission line impedance smoothly and make the power system with flexible impedance transmission lines. In this paper an optimal power flow model with the consideration of such flexible transmission line impedances (FTLIs) is proposed to achieve a better operational economics and enhanced security. The incorporation of FTLI means the inclusion of all line reactances as control variables in the optimization process. So, in the case of the IEEE 30 bus system, which has 41 branches it involves the addition of another 41 control variables and they are varied optimally along with other control variables (i.e., real power output of generators). The mathematical model of the proposed FTLI based CSCOPF is discussed in the subsequent section. This work is based on a futuristic view of the transmission system that can dynamically change its nature with respect to the changes in system state, rather than being static. This could impart commendable controllability and thus, provides a higher security to the system.
Formulation of Traditional and Proposed CSCOPF
Here, the traditional C-SCOPF refers as CSCOPF without considering FTLI (i.e. without having line reactance as a variable). Traditional CSCOPF involves in the adjustment of control variables, such as real power output of generator, transformer tap settings, etc. The major control action that is widely followed is the rescheduling of generator output. The mathematical formulation of a CSCOPF without FTLI is done and they are presented below. The objective function is the minimization of a function and it is given in Equation (1). The various constraints that are involved in this problem formulation are presented in Equations (2)-(7).
Objective function:
Inequality constraints:
where, Depending upon the application, the objective function can be taken as cost or loss function. In this work, the minimization of the cost incurred in preserving security is taken as the objective. The equality constraints con-
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stitute the real and reactive power balance equations of the system as given in Equation (5).
where, The proposed CSCOPF involves adjustment of control variables, such as real power output of generator, transformer tap settings, along with the line reactance. The adjustment of line reactance just after an outage, which minimizes the rescheduling of generators, is the major control action followed here. The formulation of the proposed CSCOPF is similar to the formulation of the traditional CSCOPF as discussed above, except considering the line reactance as a variable and it is shown below.
where, L x : Vector of all line reactance. All the Equations (1)- (3) and Equations (5)- (6) are applied to the proposed CSCOPF formulation, but the new z is given by the Equation (7).
Solution Methodology
Today, most of the market based dispatch procedures are executed using a DC model. Therefore, DC model based variation of line reactance (FACTS settings) seems to be compatible with the current practices. However, AC-based modeling of FACTS adjustment is essential for the real-time contingency analysis, where FTLI can be used to perform corrective actions. So, the AC model is chosen for this proposed CSCOPF problem and is solved by using interior point method. First, the state and cost of the system are derived for the operation of the system under normal state. The performance index for each line is calculated by using the formula as given in Equation (8) . Then, an outage is assumed on the selected line and the new state of the system and its cost are derived after optimal rescheduling. The deviation in cost due to rescheduling is also recorded for the comparison with the results of proposed method. Normally, a contingency analysis is carried out on the system in order to perform a SCOPF. The performance indices (PI) of all lines are obtained by assuming the outage of various lines and then, performing a power flow. The lines with higher performance index, whose outage would cause severe impacts on the system, are considered as various cases in this analysis. The formula for the calculation of performance index of jth line is given by, The interior point method is a gradient based iterative procedure and that is used to solve linear and nonlinear convex optimization problems. The CSCOPF problem consists of quadratic objective function (i.e. the cost function), nonlinear equality and inequality constraints. Therefore, it lies in the class of nonlinear programming (NLP) problem and thus, the interior point method is used. In this work, the formulated problem is solved by using the "fmincon" function, which is used to solve linear and nonlinear optimization problems in MATLAB.
Results and Discussion
The simulation tests are performed in IEEE 30 bus system [12] to verify the success of this proposed method. The single line diagram of test system is shown in Figure 1 , which consists of 6 generators, 24 load buses and 41 branches. The essential codes are developed in MATLAB release 2014 with Intel i5 processor equipped with 6 GB RAM.
The PI of all the 41 lines are calculated as described above with the help of power flow and it is as given in Table 1 . Once the PI of all lines is calculated then, the branches are sorted in the decreasing order of performance index. Hence, the outage of line 1 -2 is chosen for the further analysis.
The top n branches in the sorted list are chosen for further analysis. A plot of performance index versus branch number is shown in Figure 2 . From the list of performance indices the top three branches are chosen for performing the contingencies. The system was initially scheduled without considering outage and then, an outage of the selected line was assumed. Then, the system was rescheduled by means of corrective action. The line, which is connected between the buses 1 and 2, has higher value of PI and hence, the outage of line 1 -2 is considered for the analysis. In order to verify the effectiveness of this proposed approach two cases are considered as follows.
CASE 1A: In this case, the outage line is line number 1, which connects the buses 1 and 2. The generation and the associated cost corresponding to before and after an outage are given in Table 2 . The total generation cost before the outage and after the outage are 8915.04 $/hr and 9490.38 $/hr, respectively. The cost deviation between before and after the outage is 575.34 $/hr. It is expected that there is a notable reduction in generation cost after employing FTLI by considering the line reactance as a control variable.
It can be noted that rescheduling introduces an increase in the operating cost of 575.34 $/hr. The system is then solved by considering FTLI i.e. the line reactance is considered as a variable. The results before and after outage for this consideration are tabulated. As the line reactance is being taken as a variable, it is bounded in a certain range given by [1 − α, 1 + α], where α is taken as 20%. CASE 1B: In this case, the line 1, which connects the buses 1 and 2, is considered as out of service and the system is rescheduled along with FTLI (i.e. considering line reactance as a variable). The results are tabulated in Table 3 and the cost deviation is 533.20 $/hr.
It can be seen from Table 3 that the total generation cost for all the generators is 8915.04 $/hr and the same after the outage is 9448.23 $/hr. The cost deviation in this case is identified as 533.20 $/hr. But, the cost deviation in the earlier case i.e. without considering the FTLI is 575.34 $/hr. But, the cost deviation after considering the line reactance as control variable gets reduced. The reason for this phenomenal reduction in cost deviation is the total generation cost reduction, when FTLI is employed after the outage. Because, the total generation costs after the outage without and with FTLI are 9490.38 $/hr and 9448.23 $/hr, respectively.
The control action against this line outage is made easy by considering the line reactance as a flexible control variable. Hence, the action of real power allocation to all the participating generators is easily accomplished with the reduced level of total generation cost. This reduction in cost deviation shows the supremacy of this proposed method over the other conventional methods.
The change in reactance of all lines after an outage in line 1 -2 is tabulated in Table 4 and the line reactance gets changed to a value to accommodate the change in system state resulting from a contingency. Then, the same procedure as mentioned above is followed and the cost deviations due to generation rescheduling patterns for various contingencies i.e. outage of lines 1 -2, 1 -3 and 19 -20 are obtained one by one and the results are summarized in Table 5 .
It is proved that there is a notable improvement in cost due to the use of FTLI as a corrective variable. Particularly, the post contingency cost deviation is negative in CASE 3B and it indicates a reduction in cost even after an outage. It is also worth to mention that the percentage improvement is more than 100 in such case, which indicates the effectiveness of flexibility offered by the transmission system.
Conclusion
In this work, the incorporation of FTLI into CSCOPF was proposed, in which the line reactance is taken as a control variable and it is varied optimally with respect to contingencies. The proposed idea is tested in IEEE 30 bus system and the results have proved that improvement in cost and reduction in rescheduling are phenomenal. The idea, which is used to view the transmission system as a dynamic one rather than a static one, helps the transmission system to contribute in ensuring security, stability and reliability of the overall system. It is suggested that, the proper incorporation of FTLI in power system optimization is certainly a better solution for meeting the increase in power demand without the extension of transmission system. Next, the work is to be extended by deriving the sensitivities (gradient) of the system equations with respect to line reactance, so that a correlation can be established between the operation of the power system and the line reactance. These sensitivities are to be used for application in the process of optimizing the system performance. 
